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 Notify NU EVELEC Shop and generator tech before generator operation greater than 1kw. 

 Verify condition of trailer tires, tow vehicle rating, safety chains, signaling lights, and safe hitch setup. 
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 Setup up proper hi‐

visibility blockades around portable generator hitch and cable output. 

 Verify coolant, oil, and fuel levels are appropriate and within range, adjust if necessary. 

 Check outside of unit make sure there are no obstructions that will prevent proper air circulation. 

 Direct exhaust away from openings  membrane structures. 

 Wear proper hearing protection, safety footwear, and safety eyewear as required. 

 Verify phase rotation of permanent power source, then match rotation on GEN output. 

 Only once all procedures have been followed, start generator.  Allow to warm up for 10 minutes. 

 Reference NU safety guidelines  and adhere to proper 


